2012 65th Annual Conference for Protective Relay Engineers

College Station, Texas, USA
2-5 April 2012
# TABLE OF CONTENTS

## OPENING SESSION

**Paper 1: CCVT TRANSIENT FUNDAMENTALS**
Roger Hedding, ABB, Inc., United States

**Paper 2: USING SYNCHROPHASOR FOR FAULT LOCATION IDENTIFICATION**
Eithar Nashawati, Rafael Garcia, Todd Rosenberger, Oncor Electric Delivery, United States

**Paper 3: EVERYDAY MODERN PROTECTIVE RELAY ENGINEERING APPLICATIONS: REVIEW OF INTERESTING ELECTRIC POWER UTILITY EVENTS, CHALLENGES, & CONCERNS**
Brian Clowe, CenterPoint Energy, United States

**Paper 4: DISTRIBUTION FEEDER CAUSED WILDFIRES: MECHANISMS AND PREVENTION**
B. Don Russell, Carl L. Benner, Jeffrey A. Wischkaemper, Texas A&M University, United States

**Paper 5: WIDE-AREA ETHERNET NETWORK CONFIGURATION FOR SYSTEM PROTECTION MESSAGING**
Jun Wen, Craig Hammond, Southern California Edison Company, United States; Eric A. Udren, Quanta Technology, LLC, United States

## TRANSMISSION TRACK

**Paper 1: CVT TRANSIENTS REVISITED – DISTANCE, DIRECTIONAL OVERCURRENT, AND COMMUNICATIONS-ASSISTED TRIPPING CONCERNS**
David Costello, Karl Zimmerman, Schweitzer Engineering Laboratories, Inc., United States

**Paper 2: AN ADAPTIVE HV TRANSMISSION LINES RECLOSING BASED ON VOLTAGE PATTERN IN THE COMPLEX PLANE**
M.R. D. Zadeh, I. Voloh, Mital Kanabar, GE Digital Energy, United States; Y. Xue, American Electric Power, United States

**Paper 3: BACKUP CONSIDERATIONS FOR LINE CURRENT DIFFERENTIAL PROTECTION**
Steven Hodder, Hydro One Networks, Inc., United States; Bogdan Kuszteny, Normann Fischer, Schweitzer Engineering Laboratories, Inc., United States

**Paper 4: DO SYSTEM IMPEDANCES REALLY AFFECT POWER SWINGS – APPLYING POWER SWING PROTECTION ELEMENTS WITHOUT COMPLEX SYSTEM STUDIES**
Normann Fischer, Gabriel Benmouyal, Demetrios Tziouvaras, John Byrne-Finley, Brian Smyth, Schweitzer Engineering Laboratories, Inc., United States

**Paper 5: 500KV IPT BREAKER FAILURE PROTECTION: AN APPLICATION OF DUAL TIMER SCHEME FOR SHORT CRITICAL CLEARING TIME**
J.L. Pardo, Progress Energy Florida, United States; J.C. Elmore, Power Grid Engineering LLC, United States; V.G. Duong, ABB, Inc., United States

## DISTRIBUTION TRACK

**Paper 1: HIGH-SPEED COMMUNICATION-ASSISTED TRIPPING AND SECTIONALIZING FOR DISTRIBUTION SYSTEMS**
Steve Turner, Beckwith Electric Company, United States

**Paper 2: SIMPLIFYING PROTECTION SYSTEM DESIGN FOR DISTRIBUTION SUBSTATIONS**
Rich Hunt, GE Digital Energy, United States; John Coursey, Stephen Hirsch, Orion New Zealand Limited, New Zealand

**Paper 3: DISTRIBUTED GENERATION AND ITS IMPACT ON POWER GRIDS AND MICROGRIDS PROTECTION**
Galina Antonova, Massimo Nardi, ABB, Inc., Canada; Alan Scott, Dixie Escalante Power, United States; Michael Pesin, Seattle City Light, United States

**Paper 4: ADAPTIVE PROTECTION OF DISTRIBUTION FEEDERS**
Alexander Apostolov, OMICRON electronics, United States
Paper 5: DISTANCE PROTECTION IN DISTRIBUTION SYSTEMS: HOW IT ASSISTS WITH INTEGRATING DISTRIBUTED RESOURCES
David Martin, Pankaj Sharma, Hydro One Networks, Inc., United States; Amy Sinclair, Dale Finney, Schweitzer Engineering Laboratories, Inc., United States

INDUSTRIAL TRACK

Paper 1: OPTICAL ARC FLASH PROTECTION: REAL WORLD EXPERIENCE
James Cramond, Yale University, United States; Angel Carreras, ABB, Inc., United States

Paper 2: ANALYSIS OF SELECTED MOTOR EVENT AND STARTING REPORTS
Derrick Haas, Jason Young, Ryan McDaniel, Schweitzer Engineering Laboratories, Inc., United States

Paper 3: FUNDAMENTALS AND ADVANCEMENTS IN GENERATOR SYNCHRONIZING SYSTEMS
Michael J. Thompson, Schweitzer Engineering Laboratories, Inc., United States

Paper 4: ONE PLANT, ONE SYSTEM: BENEFITS OF INTEGRATING PROCESS AND POWER AUTOMATION
Jeffrey Vasel, ABB, Inc., United States

Paper 5: PRACTICAL APPLICATIONS OF PEER-TO-PEER MESSAGING IN INDUSTRIAL FACILITIES
Craig Wester, Mark Adamiak, GE Digital Energy Multilin, United States

WEDNESDAY MORNING SESSION

Paper 1: REVIEW OF THE BREAKER FAILURE PROTECTION PRACTICES IN UTILITIES
Yiyan Xue, Manish Thakur, American Electric Power, United States; Jacob C. Theron, Hydro One Networks, Inc., United States; Davis P. Erwin, Pacific Gas and Electric Company, United States

Paper 2: VALIDATING TRANSMISSION LINE IMPEDANCES USING KNOWN EVENT DATA
Ariana Amberg, Alex Rangel, Greg Smelich, Schweitzer Engineering Laboratories, Inc., United States

COMMUNICATION TRACK

Paper 1: A REVIEW OF SMART GRID STANDARDS FOR PROTECTION, CONTROL, AND MONITORING APPLICATIONS
Mitalkumar G. Kanabar, Iliya Voloh, David McGinn, GE Digital Energy, Canada

Paper 2: A RELIABLE POWER-LINE CARRIER-BASED RELAY SYSTEM
Miriam P. Sanders, Quanta Technology, LLC, United States

Paper 3: APPLYING RADIO COMMUNICATION IN DISTRIBUTION GENERATION TELEPROTECTION SCHEMES
Edmund O. Schweitzer, III, Dale Finney, Mangapathirao V. Mynam, Schweitzer Engineering Laboratories, Inc., United States

Paper 4: PILOT RELAYING COMMUNICATIONS: WILL ETHERNET/IP PROVIDE THE DEPENDABILITY AND SECURITY REQUIRED?
Emmanuel Duvelson, RFL Electronics Inc., United States

Paper 5: P&C ENGINEERING CONCEPTS APPLIED TO CYBER SECURITY OF THE POWER GRID
Daniel Thanos, Iliya Voloh, GE Digital Energy, United States; Eric A. Udren, Quanta Technology, LLC, United States

FORENSICS AND TESTING TRACK

Paper 1: A GUIDE TO TRANSFORMER DIGITAL FAULT RECORDING EVENT ANALYSIS
Joe Perez, ERLPhase Power Technologies, United States; Cesar Rincon, Entergy, United States

Paper 2: AUTOMATED FAULT LOCATION SYSTEM FOR NONHOMOGENEOUS TRANSMISSION NETWORKS
Yanfeng Gong, Mangapathirao Mynam, Armando Guzmán, Gabriel Benmouyal, Schweitzer Engineering Laboratories, Inc., United States; Boris Shulim, Orange and Rockland Utilities, Inc., United States
Paper 3: EFFECTIVE AND EFFICIENT TESTING OF MULTIFUNCTIONAL PROTECTION IEDs
Alexander Apostolov, OMICRON electronics, United States

Paper 4: TESTING CONSIDERATIONS FOR LINE CURRENT DIFFERENTIAL SCHEMES
Keith Lee, Hydro One Networks, Inc., United States; Dale Finney, Normann Fischer, Bogdan Kasztanny, Schweitzer Engineering Laboratories, Inc., United States

Paper 5: USING COMTRADE RECORDS TO TEST PROTECTIVE RELAYS
Steve Turner, Beckwith Electric Company), United States

SUBSTATIONS TRACK

Paper 1: ACHIEVING OPTIMUM CAPACITOR BANK PROTECTION AND CONTROL
Robert Frye, Tennessee Valley Authority, United States; Jay Hicks, Elmo Price, ABB, Inc., United States

Paper 2: STRAY FLUX AND ITS INFLUENCE ON PROTECTION RELAYS
Z. Gajić, S. Holst, D. Bonmann, ABB AB, SA Products, Sweden; D. Baars, ELEQ bv, Netherlands

Paper 3: CAPACITOR BANK PROTECTION FOR SIMPLE AND COMPLEX CONFIGURATIONS
Roy Moxley, Jeff Pope, Jordan Allen, Schweitzer Engineering Laboratories, Inc., United States

Paper 4: IMPLEMENTATION OF A TRANSFORMER MONITORING SOLUTION PER IEEE C57.91-1995 USING AN AUTOMATION CONTROLLER
Walter A. Castillo, CenterPoint Energy, United States; Rekha T. Jagaduri, Prasanna K. Muralimanohar, Schweitzer Engineering Laboratories, Inc., United States

Paper 5: INNOVATIVE PROTECTION SCHEMES FOR H CONFIGURATION
Mark Ellis, D. Joe Meisner, Manish Thakur, American Electric Power, United States

THURSDAY MORNING SESSION

Paper 1: CAN END-TO-END TESTING SATISFY NERC / FERC?
Alexander Apostolov, Benton Vandiver, III, OMICRON electronics, United States

Paper 2: CALCULATING LOADABILITY LIMITS OF DISTANCE RELAYS
Cesar Rincon, Entergy, United States; Joe Perez, ERLPhase Power Technologies, United States

Paper 3: REDUNDANCY IN COUPLING POWER LINE CARRIER CHANNELS TO THE POWER LINE
Roger Ray, Bruce Pickett, Ray Fella, Jerry Finley, Terry Fix, Ken Fodero, Bob Ince, Jon Kellner, Mike McDonald, John Miller, Dan Reckerd, Miriam Sanders, Don Sevcik, Mark Simon, Eric Udren, Philip Winston, H15 Working Group, United States

Paper 4: IMPLEMENTING NERC GUIDELINES FOR COORDINATING GENERATOR AND TRANSMISSION PROTECTION
Charles J. Mozina, Beckwith Electric Company), United States

Paper 5: FEATURES OF RELIABLE GENERATING UNIT PROTECTION AND BREAKER CONTROLS
Daniel J. Hansen, GenOn Energy, Inc., United States